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Scope:  The adopting ordinance of the International Fire Code establishes districts in which flammable or 
combustible liquids can be stored. This policy statement is enacted to temporarily address an unforeseen code 
issue in which governmental facilities can be built in any zoning district and by the nature of the critical 
operations of these facilities, may need above ground fuel storage to operate emergency generators or similar 
critical equipment necessary for the safety and well being of the community. 
 
“Section 34-104 Districts. 
 
The establishment of limits or districts in which storage of flammable or combustible liquids in 
outside, aboveground tanks is to be prohibited, and where the storage of hazardous or explosive 
materials is restricted shall be as follows: 

 
1) The limits referred to in Section 5704.2.9.6.1 and 5706.2.4.4 of the International 

Fire Code, 2015 Edition, in which storage of  flammable or combustible liquids in 
outside, aboveground tanks is prohibited, are hereby established as follows: 

 
Flammable Liquids 

 
1. Motor Fuels  are prohibited in aboveground tanks or in tanks contained 

within vaults in the entire City of Euless, except as follows; 
 
a) Installations complying with the provisions of the International Fire 

Code Section 2306 as amended and that are in an area zoned as TX-
10, C-2, L-1, I-1, I-2 or TX-121 zoning district;  

 
b) Temporary storage of flammable liquids as needed for temporary use 

for earth moving equipment at construction sites when approved by the 
fire code official and when in compliance with Section 2304.5; 

 
c) Tanks that are within a planned development district which specifically 

authorizes such use, when the requirements of the International Fire 
Code as amended are met.  

 
d) Facilities owned or under the direct control of a governmental entity 

where the fuel is necessary for the operation of emergency generators 
or other equipment critical to the infrastructure. 

 
2. Aboveground storage tanks are prohibited for retail sales of motor fuels. 
 
3. Other flammable liquids are prohibited in aboveground tanks or in tanks 

contained within vaults in the entire City of Euless, except flammable 
liquids incidental to a commercial or manufacturing process may be 
allowed in outside, aboveground tanks provided the construction, 
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installation, and placement of the tank and the handling and use of the 
liquid conforms to the requirements of the International Fire Code as 
amended, and other applicable standards, and further provided that such 
tanks are located in an area zoned as a TX-10, C-2, L-1, I-1, I-2 or TX-121 
zoning district, or are within a planned development district which 
specifically authorizes such use.  

 
B) Combustible Liquids 
 

1. Motor Fuels: The entire City of Euless, with the following exceptions: 
 
(i) Subdivision development and construction sites when the fuel 

storage is in compliance with the requirements of the International 
Fire Code Section 2306 as amended. 

 
(ii) Installations within the limits allowed under the provisions of 

Section 2306 as amended and complying with the provisions of 
Section 2306 as amended provided the installation is in an area 
classified as TX-10, C-2, L-1, I-1, I-2 or TX-121 zoning district or 
has approval for such installation as part of a PD zoning district. 

 
(iii) Fuel associated with road projects that are under the control of the 

Texas Department of Transportation. 
 

(iv) Provided that the storage of diesel and other class II motor fuels in 
outside, aboveground tanks under these exceptions is conditioned 
that the construction, installation, and placement of the tank and the 
handling and use of the fuel conforms to the requirements of the 
International Fire Code as amended and other applicable 
standards. Aboveground storage tanks are prohibited for retail 
sales of motor fuels. 

 
(v) Facilities owned or under the direct control of a governmental entity 

where the fuel is necessary for the operation of emergency 
generators or other equipment critical to the infrastructure. 

 
2. Other combustible liquids: The entire City of Euless, with the following 

exceptions: 
 

(i) Property located within the following zoning districts: TX-10, C-2, L-1, I-
1, I-2 or TX-121 zoning districts and where specifically authorized in 
planned development districts or when approved by an SUP. 

 
3. It is the intention of this section to entirely prohibit bulk plants and refineries 

for flammable or combustible liquids within the corporate limits of the City of 
Euless.” 
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